
FIRE RESISTANT TANKS 
 

(SHALL NOT EXCEED 12,000 GALLONS) 
EXCEPT FLEET FUELING 
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Public Way 

 

 

 

N.F.P.A. 30A  2015 ed. 

 

Fire Resistant Tanks must ALSO meet the  

fire resistant requirements of U.L. 2080 
 

 

 
If Vehicle Impact Protection is needed, please refer to Section 312 of 2012 International Fire Code. 

 

 

B 

U 

I 

L 

D 

I 

N 

G 

 

 

No Minimum Spacing at 

Fleet Vehicle Motor Fuel 

Dispensing Facilities 

← 25’→ 
A.S.T. 

Must meet the fire resistant 

requirements of U.L. 2080  

← 25’→ 


